1. Wood post: 6" x 6" lumber min.
2. #4 Cu wire continuous
3. 8' ground rod (2 req'd)
4. 100A or 200A sub panel or pole mtd. S.E.S. 120/240V
5. Finish grade
6. Utility company supply; see utility company specifications for additional requirements

Note: Provide barrier post if near on-site traffic.