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UTILITY COMPANY SUPPLY: SEE UTILITY COMPANY
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS
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NOTE:
PROVIDE BARRIER POST IF
NEAR ON-SITE TRAFFIC

SCALE: NTS

TOWN OF GILBERT TOG/007

90 E. CIVIC CENTER DR. _ Snand
DEVELOPVENT SERVICES TEMPORARY POWER POLE - UNDERGROUND INSTALLATION

DEPARTMENT




